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KET QUA THU NGHIEM
TEST RESULT

1. Tén mau thir: Ong nhua phiang HDPE D250 x 18,4 mm PN12,5
2. Khach hang: Cong ty C6 phdn Ba An
3. S0 lwong mau: 01 méu 4. Ngay nhan mau: 06/ 11/ 2023
5. Tinh trang mau: 01 doan 6ng nhua dai 1 mét
6. Thoi gian thir nghiém: Tir ngay 07/ 11/2023 dén ngay 13/ 11/ 2023
7. Ngay hoan thanh: 13/11/2023

STT Tén chi tiéu Pon vi Phuong phap thir Két qua
1 Puong kinh trong mm DIN 8074: 1999 212,9
2 | Chiéu day vach 6ng mm DIN 8074: 1999 18,7
3 | Do bén kéo dut MPa ISO 6259: 1997 24,2
4 | Do bén va dap ¢ 20°C ISO 3127: 1980 Khong vo
(h=2m; m=575kg)
5 Kha nang chiu nén ngang AS 1462.2: 1984 Khong nit vo

S

OB el i I

Ha Noz ngay ]3/ l 1/ 2023
'C-G1AM bGC

TRUGNG PTN HANG TIEU DUNG

U

Pham Thuy Hang

PHO GIAM DOC

,/V{f}agefn ,’/V g‘w

1. Phiéu két qua nay chi ¢6 gia tri doi véi mau thir do khdch hang diea t6i.
This test results is value only for samples taken by customer.

2. Khéng duoc trich sao mot phun két qua nay néu khéng dpc su dong ¥ cua trung tam Kv thudt 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khach hang dwoc ghi theo véu cau ctia khach hang.
Name of sample and customer are written as customer 5 request.
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