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TEST RESULT

1. Tén méu thir: Ong nhua phing HDPE Ba An 2200

2. Khich hang: CONG TY CO PHAN BA AN

3.S6 luong mau: 01 miu

4. Ngay nhan mau: 11/09/2025
5. Tinh trang mau: 02 doan 6ng nhua méi doan dai 1 mét
6. Thoi gian thir nghiém: Tir ngay 12/ 09/ 2025 dén ngay 22/ 09/ 2025

7. Ngay hoan thanh: 22/ 09/ 2025

TRUGNG PTN HANG TIEU DUNG

Pham Thuy g

1. Phiéu két qud nay chi co gid tri déi véi méu thir do khich hang dua téi.
This test result is valid only for samples taken by customer:

2. Khong diwege trich sao mot phan két qua nay néu khéng duoc sir dong y ciia Trung tam Ky thuqt 1.
This test result shall not be reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khach hang dwge ghi theo yéu cau ciia khach hang.
Name of sample and customer are written as customer's request.
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TEST RESULT

STT Tén chi tiéu Ponvi | Phuong phép thir Két qua

1 Dudng kinh ngoai mm DIN 8074: 1999 200,3

2 | Dudng kinh trong mm DIN 8074: 1999 162,8

3 | Chiéu day véch 6ng mm DIN 8074: 1999 ) 18,8

4 | Ngoai quan DIN 8075: 1999 Bé mit nhén, khong

khuyeét tat

5 | Kha nang chiu nén ngang AS 1462.2: 2002 Khong nit v&

6 | Do bén khi nén 6ng bién dang 40% ASTM D2241: 2000 Khong nit vg
dudng kinh ngoai

7 Do bén kéo dirt MPa TCVN 7434: 2004 2351

8 | Do bén va dap & 0°C ISO 3127: 1994 Ti 1€ va dap thuc

(TIR) < 10%

9 | Su thay déi kich thuéc theo chiéu doc % DIN 8075: 1999 1,1
(Su héi nhiet)

10 | Nhiét d0 h6a mém Vicat (Tdi I0ON, téc| °C ASTM D1525: 2009 124,3
dé 50°Clh)

11 | Do bén 4p sudt thuy tinh & 80°C trong DIN 8075: 1999 Khéng rd ri
170 gi® - Ap sudt thit 8,0 kglem?
(Tuong duong véi itng sudt vong 4,0 Nimm?)

*kk Hat Fokk

1. Phiéu két qua nay chi cé gia tri doi véi mau thir do khach hang dwea ti.
This test result is valid only for samples taken by customer. .

2. Khong duwgc trich sao mot phan két qua nay néu khong dwoc sy dong y cia Trung tam Ky thudt 1.
This test result shall not be reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khach hang dwgc ghi theo yéu cau ciia khdach hang.
Name of sample and customer are written as customer's request.
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